=T " CD? WELLS ~ PUMPS
[ SALES ~ SERVICE
P.0Q. BOX 778, 11355 HWY. 71 NE (ACROSS FROM RINGO LAKE}

SPICER, MINNESOTA 56288 + (320) 796-2111 Since 1883
www.theinwellcom « E-mall: theinwell@tds.net

2

TURBINE PUMP
WELL INSPECTION REPORT

Customer: City of Appleton Well Number: #3 Filter Plant Unigque #: 239952  Inspection Date: 10-18-200!

Both an early awareness of a reduction in the efficiency of your Well and & good preventive maintepance program are a
necessity for you Lo avoid extensive down time, extreme rehabilitation expenses and & shortened life span for your well.

The folleowing three areas and eighteen items pertaining to your Well have been checked and are reported, where possible,
as shown below,

Area and Item Inspected Condition
I. Well Efficiency Sooc | Caution
A) Gallons Per Minute 680 X
B) Static Water Level (water level when not pumping) 57.67 X
C) Pumping Water Level 75.50 X
D) Drawdown (P.W.L. - S.W.L) 17.83 X
E) Specific Capacity (G.P.M./D.D.) 38.14 X
F) Discharge pressure guage reading to filter X

ll. Turbine Pump Operation

A) Voltage 1toL2 238.00 L2to L3 239.00 l11to L3 237.00 X
B) Amperage L1 42.00 Lz 39.00 L3 41.00 X
C) Electric Motor Bearings

D) Turbine Motor Oil Changed Y/N N

E) Turbine Motor Grease Changed Y/N N
F) Pump Packing - Changed/Added
G) Pump Bowl / TDH Condition

lll. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other |

Comments

Inspected By : /m “

y
CLARA CITY, MN 58222 (320) 847-3207 « MONTICELLO, MN 55362 (763) 271-4200 » ROCHESTER, MN 55901 (507) 288-5554
MEMBER CERTIFIED MASTER WATERWELL CONTRACTOR MEMBER
NGVVA Equal Opportunity Employer 4
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THEIN WELL o s

P.0. BOX 778, 11365 HWY, 71 NE {ACROSS FRON RINGO LAKE) )
SPICER, MINNESOTA 56288 o {320) 796-2111 Since 1893
www.thelnwell.com + E-mail: theinwell@tds.net

TURBINE PUMP
WELL INSPECTION REPORT

Customer:  City of Appleton Well Number: #3 Filter Plant Unigue #: 230052  Inspection Date: 10-26-200!

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.

The following three areas and eighteen items pertaining to your Well have been checked and are reported, where posgible,
as shown below.

Area and Item Inspected Condition
l. Well Efficiency 2007 | Teuten
A) Gallons Per Minute 580 X
B) Static Water Level {water level when not pumping} 57.58 X
C) Pumping Water Leval 73.00 X
D) Drawdown (P.W.L. - SW.L) 15.42 X
E) Specific Capacity (G.P.M. /D.D.) 37.61 X
F) Discharge pressure guage reading to filter X

II. Turbine Pump Operation

A) Voltage L1toL2 243.00 L2to L3 243.00 L1to L3 242.00 X
B) Amperage L1 41.00 L2 37.00 L3 39.00 X
C) Electric Motor Bearings

D} Turbine Motor Oil Changed Y/N N

E) Turbine Motor Grease Changed Y/N N
F) Pump Packing - Changed/Added
G) Pump Bowl / TDH Condition

lll. General Operation
A) Production Rats of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

Inspected By : /‘?Zﬂ&:f,; /Z

CLARA CITY. MN 56222 (320) 847-3207 » MONTICELLO, MN 55362 (763) 271-4200 » ROCHESTER, MN 65901 (607} 288-5554

MEMEBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
NGWA Equal Opportunity Employer AWWA
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THEIN WELL 2 -an

P.0. BOX 778, 11356 HWY, 71 NE (ACROSS FROM RINGO LAKE) ,
SPICER, MINNESOTA 56288 « (320) 796-2111 Since 1893
www.theinwell.com e E-mail: theinwell@tds.net

TURBINE PUMP
WELL INSPECTION REPORT

Customer:  City of Appleton Well Number: #3 Filter Plant Unique #: 239952  Inspection Date: 12-13-200°

Both an early awarenass cof a reduction in the efficilency of your Well and a good preventive maintenance program are a
necessity for you to avold extensive down time, extreme rehabilitation expensss and a shortensd life span for your well.
The following three areas and eighteen items pertaining to your Well have been checked and are reported, where possible,
as shown below.

Area and Item Inspected Condition
. . Good | Gaution
I. Well Efficiency
A) Gallons Per Minute 547 X
B) Static Water Level (water ievel when not pumping) 57.18 X
C) Pumping Water Level 75.00 X
D) Drawdown (P.W.L. - S.W.L) 17.82 X
E) Specific Capacity (G.P.M./D.D.) 30.70 X
F) Discharge pressure guage reading to filter X

{i. Turbine Pump Operation
A} Voltage LitoL2 241.00 L2to 1.3 235.00 L1to L3 236.00
B) Amperage L1 40.00 L2 38.00 L3 42.00
C) Electric Motor Bearings
D) Turbine Motor Qil Changed Y/N N
E) Turbine Motor Grease Changed Y/N
F) Pump Packing - Changed/Added
G) Pump Bowl / TDH Condition

KX X[ X

iii. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

A different flow meter probably accounts for the reduced flow and specific capacity.

Inspected By :

\ ) w,

CLARA CITY, MN 56222 (320) 847-3207 = MONTICELLO, MN 55362 (763) 271-4200 » ROCHESTER, MN 55906 {507} 288-5554

MEMBER CERTIFIED MASTER WATER WELL COMTRACTOR N
NGWA Equal Opportunity Employer AW A
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on| li':f " ""%TJ l I WELLS ~ PUMPS
L].l I:H:I - UN W "'1[ [- SALES ~ SERVICE
L Lo L L
P.0. BOX 778, 11355 HWY. 71 NE {ACROSS FROM RINGO LAKE}

SPICER, MINNESOTA 56288 « (320) 796-2111 Since 71883
www theinwell.com ¢ E-mall: theinwell@tds.net

TURBINE PUMP
WELL INSPECTION REPORT

Customer:  City of Appleton Well Number: #3 Filter Plant Unique #: 239952  Inspection Date: 10-14-200:

Beth an early awareness of a reduction in the efficiency of your well and a good prevemtive mainterance program are a
necesaity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.

The following three areas and eighteen items pertaining to your Wsll have been checked and are reported, where possible,
as shown below.

Area and ltem Inspected Condition _
i. Well Efficiency mooc [ Caom
A) Gallons Per Minute 517 X
B) Static Water Level (water level when not pumping) 55.83 X
C) Pumping Water Level 74.92 X
D) Drawdown (P.W.L. - S.W.L) 19.09 X
E) Specific Capacity (G.P.M. / D.D.) 27.08 X
F) Discharge pressure guage reading to filter X

II. Turbine Pump Operation

A} Voltage LitoL2 242.00 L2toL3 244.00 LitoL3 241.00 X
B) Amperage L1 42.00 L2 37.00 L3 38.00 X
C) Electric Motor Bearings X
D) Turbine Motor Oil Changed Y/N N X
E) Turbine Motor Grease Changed Y/N

F) Pump Packing - Changed/Added

G) Pump Bowl / TDH Condition

1}l. General Operation
A) Production, Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Commenis

B 7
Inspected By : __(/ ,f(’/?%f/) g

CLARA CITY, MN 56222 (320} 847-3207 » MONTICELLO, MN 55362 (763) 271-4200 o ROCHESTER, MN 55806 (507) 288-5654

- CERTIFIED MASTER WATER WELL COMTRACTOR MEMBER
mg\,‘:ﬁj&; Fqual Opportunity Emplover AW A




THEIN WELL SALES - SERVICE

P.0. BOX 778, 11355 HWY. 71 NE (ACROSS FROM RINGO LAKE) .
SPICER, MINNESOTA 56288 = (320) 796-2111 Since 1883
www.theinwell.com ¢ E-mail: theinwell@tds.net

TURBINE PUMP
WELL INSPECTION REPORT

Customer: City of Appleton Well Number: #3 Filter Plant Unique #: 2309952  Inspection Date: 1-14-2010

Both an early awareness of a reducticn in the efficiency of your Well and a good preventive maintenance program are a
necegsity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span For vour well,

The following three areas and eighteen items pertainhing to your Well have been checked and are reported, whers possible,
ag shown below.

Area and ltem Inspected Condition |
I. Well Efficiency e 1

A) Gallons Per Minute 530 X

B) Static Water Level (water level when not pumping) 51.67 X

C) Pumping Water Level 68.50 X

D) Drawdown (P.W.L. - SW.L) 16.83 X

E) Specific Capacity (G.P.M. /D.D.) 31.49 X

F} Discharge pressure guage reading to filter X

Il. Turbine Pump Operation

A) Voltage L1toL2 L2 to L3 L1to L3 X
B) Amperage L1 L2 L3 - X
C) Electric Motor Bearings X
D) Turbine Motor Oil Changed Y/N N X

E) Turbine Motor Grease Changed Y/N
F) Pump Packing - Changed/Added
G) Pump Bowl / TDH Condition

ill. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

inspected By : [ // [//53/’)”) 5/ )

\.. v
CLARA CITY, MN 56222 (320) 847-3207 + MONTICELLO, MN 55362 {763} 271-4200 s ROCHESTER, MN 55806 (507) 288-5554
ME MEER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
MOGWA Equal Oppartunity Employer

AV A




WELLS ~ PUMPS
SALES ~ SERVICE
PO BOX 778 » 11355 HWY 71 NE - SPICER, MN 56288 ~
102 DUNDAS RD + MONTICELLO, MN 55362 Since 1893

CLARKCITY; v y k&
www.thelnwell.com + E-mail: theinwell @tds.net

WELL INSPECTION REPORT

Customer: City of Appleton  Well Number: #3 Filter Plant Unique #: 239952 Inspection Date: 5-19.2011

Both an early awareness of a reduction in the efficiency of your Well and a good prevantive maintenance program are a
necessity for you to aveid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.

The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,
as shown below.

Area and Item Inspected oo

I. Well Efficiency _Good [Gaution,
A) Gallons Per Minute 525 X o
B) Static Water Level (water level when not pumping) 51.75 X
C) Pumping Water Leval 68.00 X
D) Drawdown (P.W.L. -SW.L.) 16.25 X
E) Specific Capacity (G.P.M./D.D.) 32,31 X
F) Discharge pressure guage reading no gauge

Il. Submersible Pump Operation

A) Meg / OHMS ‘
B) Voltage ~ L1tol2 460,00 L2toL3 L1toL3 x|
C) Amperage L1 39.00 L2 L3 x5

D) Winding Resistance
E) Insulation Resistance
F) Pump bowl / TDH Condition

lil. General Operation

A) Production Rate of Well
B) Effect From Other Wells
C) History of Well

D) Operating Hours of Well
E) Other

Comments

Inspected By:

Licensed, Bonded and insuted

NGWA Equal Qpportunity Employer AWWA




WELLS ~ PUMPS
SALES ~ SERVICE
PO BOX 778 + 11355 HWY 71 NE + SPICER, MN 56288 .
102 DUNDAS RD + MONTICELLO, MN 55362 Since 1893

CLARRTITY, bt tCr, SDrETIRY
www.theinwell.com + E-mall: theinwell@tds.net

WELL INSPECTION REPORT

Customer: City of Applaton Well Number: #3 Filter Plant Unique #: 239952 inspection Date: 5-8-2012

Both an early awarenass of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well,

The following three areas and seventeen items pertaining fo your Well have been checked and are reported, where possible,
as shown below. :

Area and ltem Inspected JrTeT—
1. Well Efficiency _Good [Caution

A) Gallons Per Minute 508 X
B) Static Water Level (water level when not pumping) 54.50 X
C) Pumping Water Level 70.08 X
D) Drawdown (P.W.L. - SW.L.) 15.58 X
E) Specific Capacity (G.P.M. / D.D.) 32.61 LX
F) Discharge pressure guage reading no gauge

Il. Submersible Pump Operation
A) Meg / OHMS
B} Voltage Litot2 460.00 L2to L3 L1to L3 X
C) Amperage L1 38.00 L2 L3 X
D) Winding Resistance 53.8 hz
E) Insulation Resistance
F) Pump bowl / TDH Condition

lil. General Operation

A) Produgction Rate of Well
B) Effect From Other Wells
C} History of Well

D) Operating Hours of Well
E) Other

Comments

B pr
Inspected By: /ﬂ&/& 7.

Licensed, Bondsd and Insured

MEMBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
NGWA Equal Opportunity Empioyer AVWWA




THEIN WELL ~— msoam

P.0. BOX 778, 11355 HWY. 71 NE (ACROSS FROM RINGO LAKE) .
SPICER, MINNESOTA 56288 o [320) 786-2111 Since 1893
www.theinwell.com ¢ E-mall: theinwell@tds.net

WELL INSPECTION REPORT

Customer: City of Appleton  Well Number: #3 Filter Plant Unique #: 239952 Inspection Date: 5§-31-2013

Both an early awarensss of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.

The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,
as shown below.

Area and ltem Inspected

Condition

I. Well Efficiency Good |Gaution

A) Gallons Per Minute 495 X

B) Static Water Level (water level when not pumping) 55.00 X

C) Pumping Water Level 70.25 X

D) Drawdown (P.W.LL. - SW.L)) 15.25 X

E) Specific Capacity (G.P.M./D.D.) 32.46 X

F) Discharge pressure guage reading Filter X
li. Submersible Pump Operation

A) Meg / OHMS

B) Voltage ~ L1tol2 460.00 L2 to L3 L1to L3 X

C) Amperage L1 38.00 L2 L3 X

D) Winding Resistance 60 hz.
E) Insulation Resistance
F} Pump bowl / TDH Condition

lll. General Operation

A) Production Rate of Well
B) Effect From Other Wells
C) History of Well

D) Operating Hours of Well
E) Other

Commeants

Inspected By: .

CLARA CITY, MN 56222 (320} 847-3207 » MONTICELLO, MN 55362 (763) 271-4200 ¢ ROCHESTER, MN 55906 (507} 288-5554

MAEMBER CERTIFIED MASTER WATER WELL COMTRACTOR

. MEMBER
NOIWA Equal Opportunity Employer

AWWA
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P.0. BOX 778, 11355 HWY. 71 NE (ACROSS FROM RINGO LAKE)

WELLS ~ PUMPS
SALES ~ SERVICE

Shnea 1892

atl2anl 295 2111

www theinwell.com ¢ E-mail: theinwell@tds.net

WELL INSPECTION REPORT

Customer: City of Appleton  Well Number: #3 Filter Plant

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your weil,
The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,

as shown below.

Area and ltem Inspected
I. Well Efficiency

A) Gallons Per Minute

B) Static Water Level (water level when not pumping)
C) Pumping Water Level

D) Drawdown (P.W.L. - SW.L.)

E) Specific Capacity (G.P.M. / D.D.}

F) Discharge pressure guage reading

I1. Submersible Pump Operation

A) Meg / OHMS
B) Voltage L1to L2 L2to L3

Unique #: 239952

C) Amperage L1 L2

D) Winding Resistance
E) Insulation Resistance
F) Pump bowl / TDH Condition

Ill. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

Inspected By: SA«WV\ CA:

Inspection Date: 7-10-2014

500
54.50
69.67
1617
32.96

L1toL3
L3

Condition
Good lCaution

X

XX XK X

CLARA CITY, MN 56222 (320) 847-3207 ¢ MONTICELLO, MN 55362 (763} 271-4200 ¢ ROCHESTER, MN 55306 {507) 288-5554

ME MBER CERTIFIED MASTER WATER WELL CONTRACTOR
NEWA Equal Opportunity Employer

MEMBER
AWWA




THEIN WIE[LL

P.0, BOX 778, 11355 HWY. 71 NE [ACROSS FROM RINGO LAKE)

Customer: City of Appleton

The following three areas and
as shown below.

[. Well Efficiency
A) Gallons Per Minute

D) Drawdown (P.W.L.

A) Meg / OHMS

Ili. General Operation

C) History of Well
D) Operating Hours of
E) Other

Comments

Inspected By: __. 0@“ ,

SPICER, MINNESQTA 56288 ¢ (320} 796-2111

WELLS ~ PUMPS
SALES ~ SERVICE

Since 18953

www theinwell.oom © E-mail: theinwell@tds.net

WELL INSPECTION REPORT

Well Number: #3 Filter Plant Unique #: 239952

Area and Item Inspected

. B) Static Water Lavel (Watér level when riot p{:m-ping)
C) Pumping Water L.evel

- S.W.L)

E) Specific Capacity (G.P.M. /D.D.)
F) Discharge pressure guage reading

li. Submersible Pump Operation

B} Voltage L1to L2 460.00 L2 to L3
C) Amperage L1 38.00 L2
D) Winding Resistance 60hz.

E) Insulation Resistance
F) Pump bowl / TDH Condition

A} Production Rats 5F Well

B} Effect From Other Wells

Wedl

Inspection Date: 6-1-2015

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well,
seventeen items pertaining to your Welt have been checked and are reported, where possible,

500

55.08

70.25
16.17
32.96
to filter

.1 to L3
L3

Condition B
Good |Caution

S

CLARA CITY, NMIN 66222 (320} 847-3207 ¢ MONTICELLO, MN 55362 (763) 271-4200 » ROCHESTER, MN 55906 (h07) 288-55564

MEMBER
NGWA

CERTIWIED MASTER WATER WELL CONTRACTOR
Equal Opportunity Employer

MEMBER
AWWA



TIHEIN WIELL

P.C. BOX 778, 11365 HWY. 71 NE (ACROSS FROM RINGOC LAKE)
SPICER, MINNESOTA 56288 ¢ (320) 796-2111

Customer: City of Appleton

as shown below,

I. Well Efficiency

B

E)
)

A) Meg / OHMS

Ili. General Operation

C) History of Well

E) Other

Comments

WELLS ~ PUMPS
SALES ~ SERVICE

Since 71893

www.theinwell.com * E-mail: thelnweli@tds.net

WELL INSPECTION REPORT

Well Number: #3 Filter Plant Unique #: 239952

Area and ltem Inspected

A) Gallons Per Minute
) Static Water Level (water level when not pumping)
C) Pumping Water Level
D) Drawdown (P.W.L. - S.W.L.)
Specific Capacity (G.P.M./D.D.)
F) Discharge pressure guage reading

If. Submersible Pump Operation

B) Voltage L1to L2 480.00 L2 to L3
C) Amperage L1 31.00 12
D) Winding Resistance 53.8 hz

E} Insulation Resistance
F) Pump bowl / TDH Condition

A) Production Rate of Well
B) Effect From Other Wells

D) Operating Hours of Well

Inspected By: A/été/fd_’&"? ¢/ S

Inspection Date: 8-4-2016

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well,
The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,

366
58.10
69.90
11.80
31.02

to filter

L1toL3
L3

Condition |
Good |Gaution

X

KX XK X

MEMBER
NG WA

CLARA CITY, MIN 56222 (320) 847-3207 « MONTICELLO, MN 55362 (763} 271-4200

CERTIFIED MIASTER WATER WELL CONTRACTOR
Equal Opportunity Employer

MEMBER
AWWA



THEIN WELL

P.O. BOX 778, 11355 HWY. 71 NE (ACROSS FROM RINGO LAKE}
SPICER, MINMNESOTA 56288  {320) 796-2111

WELLS

Since 1893

~ PUMPS
SALES ~ SERVICE

www theinwell.com © E-mail: thelnwel@tds.nat
WELL INSPECTION REPORT
Customer: City of Appleton  Well Number: #3 Filter Plant Unique #: 239952 Inspection Date: 8-17-2017
Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avold extensive down time, extreme rehabilitation expenses and a shortened life span for your well,
The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,
as shown below,
Area and ltem Inspected oo
I. Well Efficiency | Good {Caution
A) Gallons Per Minute _ 360 x |
B) Static Water Level (water level when not pumping) 55.08 X |
C) Pumping Water Level 66.50 x|
D) Drawdown (P.W.L. - SW.L.) 11.42 x|
E) Specific Capacity (G.P.M. / D.D.) 31.52 B “)?m' o
F) Discharge pressure guage reading to filter x| J;
Il. Submersible Pump Operation
A) Meg / OHMS ' X ’ '
B)Voltage  Litol2 460.00 L2 toL3 L1 to L3 X
C) Amperage L1 31.00 L2 L3 COX
D) Winding Resistance 53.8hz x0T
E) insulation Resistance e ' i :
F) Pump bowl / TDH Condition { }
lll. General Operation _
A) Production Ratz of Well 'S i J
B) Effect From Other Wells i X_l n
C) History of Well x | ;
D) Operating Hours of Well B Liﬂj_ _,1
E) Other E_ L _j_ o
Comments
Inspected By: J&/LW’? C’j .
CLARA CITY, MN 56222 (320} 847-3207  MONTICELLO, MN 55362 {763] 271-4200
MEMAER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
MOGWA Equal Opportunity Employer AVVWA




TRIEINN WELL

PO BOX 778 « 11355 HWY 71 NE - SPICER, MN 56288 ,
102 DUNDAS RD_+ MONTICELLG, NN 55362 . Since 1893
CLARA CITY, MN 56222 + VERMILLION, SD 57069
wwwtheinwell.com « E-mall; theinwell @tds.nat

WELL INSPECTHON REPORT

Customer: City of Appleton  Well Number: #3 Filter Plant Unique #: 239952 Inspection Date: 8-14-2018

Both an early awareness of a reduction in the efficiency of your Well and a geod preventive maintenance program are a
necessily for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.

The following three areas and seventeen items pertaining to your Weil have been checked and are reported, where possible,
as shown below,

Area and tem Inspected -

Condition

l. Well Efficiency Good |Caution|
A) Gallons Per Minute 337 ]

C) Pumping Water Level 66.58
D) Drawdown (P.W.L. - SW.L)) 13.58
E) Specific Capacity (G.P.M. / D.D.) 24.82 X
F) Discharge pressure guage reading to filter X

X
B) Static Water Level (water level when not pumping) h 53.00 X
X
X

Il. Submersible Pump Operation

A) Meg / OHMS
B) Voltage L1tol2 653.00 L2to L3 L1io L3 X
C) Amperage L1 37.00 L2 1.3 X
D) Winding Resistance B0Hz
E
F

Insulation Resistance
Pump bowl / TDH Condition

)
)

IH. General QOperation

A) Production Rate of Well X |
B) Effect From Other Wells X
C) History of Well X
D) Operating Hours of Well
E) Other

Comments

4 ) %
Inspected By: Q;ZJ(‘?’/KU% AT

Llcensed, Bonded and Insured

MEMBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
NGWA Equal Opportunity Employer AVWWA




"? “g WELLS ~ PUMPS
[ ot SALES ~ SERVICE
P.O. BOX 778, 11355 HWY, 71 NE (ACROSS FROM RINGO LAKE)

SPICER, MINNESOTA 56288 + (320) 7396-2111 Since 1893
www.theinwell.com + E-mail: thelnwell@tds.net

SUBMERSIBLE PUMP
WELL INSPECTION REPORT

Customer: City of Appleton Well Number: #4 Unique #: 242377  Inspection Date: 10-18-200!

Both an early awareness of a reducticon in the efficiency of your Well and a good preventive malntenance program are a
necessity for you to aveid extensive down time, extreme rehabilitation expenses and & shortened life span for your well.

The following three areas and seventeen items pertailning to your Well have been checked and are reported, where possible,
as shown below.

Area and ltem Inspected o Condton__
I. Well Efficiency : |
A) Gallons Per Minute 660 X
B) Static Water Level (water level when not pumping) 56.33 X
C) Pumping Water Level 65.00 X
D) Drawdown (P.W.L. - SW.L) 8.67 X
E) Specific Capacity (G.P.M. / D.D.) 76.12 X
F) Discharge pressure guage reading to filter X

Il. Submersible Pump Operation
A) Meg / OHMS
B) Voltage L1tol2 241.00 L2to L3 241.00 L1tol3 242.00
. C) Amperage L1 108.00 Lz 107.00 Lz 105.00
D) Winding Resistance 0-0-0
E) Insulation Resistance 00-00-00
F) Pump Bowl / TDH Condition

XK XXX

Ili. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

[y S

Comments

Inspected By : '{/M Z )

CLARA CITY, MN 56222 (320) 847-3207 -+ MONTICELLC, MN 55362 (763) 271-4200 « ROCHESTER, MN 55901 (507) 288-5554

MEMRER CERTIFIED MASTERWATERWELL COMTRACTOR MEMBER
NGWA Equal Opportunity Employer AVWW A



TIREIN WELLL

P.0. BOX 778, 113566 HWY. 71 NE (ACROSS FROM RINGO LAKE)

WELLS ~ PUMPS
SALES ~ SERVICE

as shown below.

Area and ltem Inspected
1. Well Efficiency

A) Gallons Per Minute
B) Static Water Level (water level when not pumping)
C) Pumping Water Level '
D) Drawdown (P.W.L. - SW.L)
E) Specific Capacity (G.P.M./D.D.)
F) Discharge pressure guage reading

Il. Submersible Pump Operation

A) Meg / OHMS

B) Voltage L1tol2 451.00 l.2to L3 451.00
C) Amperage L1 55.00 tz 52.00
D) Winding Resistance 0-0-0
E) Insulation Resistance 00-00-00

F} Pump Bowl / TDH Condition

Ill. General Operation

A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

Inspected By : féfﬂ/éﬁ/-~ P

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to aveid extensive down time, extreme rehabilitation expenses and a shortened 1ife span for your well.
The following three areas and seventeen items pertaining to your Well have been checked and are reporied, whare possible,
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SPICER, MINNESOTA 56288 » {320) 796-2111 Since 1893
www theinwell.com ¢ E-mail: theinwell@tds.net

4 a
WELL INSPECTION REPORT

Customer: City of Appleten Well Number: #4 Unique # 242377  Inspection Date: 10-26-2001
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CLARA CITY, MM 58222 (320} 847-3207 « MONTICELLO, MIN 65362 (763} 271-4200 o ROCHESTER, MN 55901 (507) 288-5554

MEMBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER

NGWA Equal Opportunity Employer AWWA




THEEIN WIE[LL WELLS - PUMRS

P.0. BOX 778, 11365 HWY. 71 NE (ACROSS FROM RINGO LAKE) Si 1893
SPICER, MINNESOTA 56288 » {320) 796-2111 mee 1.
www.theinwsall.com + E-mail: theinwell@tds.nat

SUBMERSIBLE PUMP
WELL INSPECTION REPORT

Custemer: City of Appleton Well Number: #4 Unique # 242377  Inspection Date: 12-13-200°

Both an sarly awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
nacessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for vour well.

The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,
as shown below.

Area and ltem Inspected Condition
. Good | Caution
[. Well Efficiency
A) Gallons Per Minute - 530 X
B) Static Water Level (water level when not pumping) 56.00 X
C) Pumping Water Level 64.17 X
D) Drawdown (P.W.L. - S.\W.L) 8.17 X
E) Specific Capacity (G.P.M./D.D.) 64.87 X
F) Discharge pressure guage reading to filter X

ll. Submersible Pump Operation
A) Meg / OHMS

B) Voltage L1to L2 464.00 L2to L3 464.00 L1to L3 462.00 X
C) Amperage L1 55.00 L2 56.00 L3 54.00 X
D) Winding Resistance 0-0-0 X
E) insulation Resistance 00-00-00 X

F) Pump Bowl / TDH Condition

lll. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

A different flow meter probably accounts for the reduced flow and specific capacity.

Inspected By .

CLARA CITY, MIN 56222 {320) 847-3207 + MONTICELLO, MN 55362 (763) 271-4200 » ROCHESTER, MN 5B306 {507) 288-5554

MEMBER CERTIFIED MASTER WATER WELL CONTRACTOR PAELIGER
MGWA Equal Opportunity Employer . AW A



TIHEIN WIELL i shmce

P.0. BOX 778, 11355 HWY. 71 NE {ACROSS FROM RINGO LAKE) )
SPICER, MINNESOTA 58288 ¢ (320} 796-2111 Since 18953
www.theinwell.com ¢ E-mail: theinwell@tds.net

SUBMERSIBLE PUMP A
WELL INSPECTION REPORT

Customer: City of Appleton Well Number: #4 Unique #: 242377  Inspection Date: 10-14-200!

Both an esarly awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necesgity for you to avold extensive down time, extreme rehabilitation expenses and a shortened life span for your well,

The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,
as shown below.

Area and ltem Inspected Gondition
. Good ! Caution
i. Well Efficiency
A) Gallons Per Minute 514 I X
B) Static Water Level {(water level when not pumping) 56.83 X
C) Pumping Water Level 64.92 X
D) Drawdown (P.W.L. - S.W.L) 8.09 X
E) Specific Capacity (G.P.M./D.D.) 7 63.54 X
) Discharge pressure guage reading to filter X

If. Submersible Pump Operation
A) Meg / OHMS

- B) Voltage L1to L2 464.00 L2to L3 462.00 L1toL3 462.00 X
C) Amperage L1 56.00 2 56.00 13 53.00 X
D) Winding Resistance 0-0-0 X
E) Insulation Resistance 00-00-00 X

F) Pump Bowl / TDH Condition

1il. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

Inspected By : __£Z )ﬁ/M;{/ N L

CLARA CITY, MN B6222 (320} 847-3207 o MONTICELLO, MN BB362 [763) 271-4200 + ROCHESTER, MN 55906 (507} 288-5554

ME MBER CERTIFIED MASTER WATER WELL COMTRACTOR
NGWA Equal Opportunity Employer

MEMBER
AW A




THEINWELL oo

P.0. BOX 778, 11355 HWY. 71 NE [ACROSS FROM RINGO LAKE) ) ,
SPICER, MINNESOTA 56288 « (320) 796-2111 Since 1893
www. theinwell.com ¢ E-mail: theihwaell@tds.net

SUBMERSIBLE PUMP
WELL INSPECTION REPORT

Customer: City of Appleton Well Number: #4 Unique #: 242377  Inspection Date: 1-14-2010

Both an early awareness of a reduction in the efficiency of your Well and a good prevantlve maintenance program are a
necessity for you to aveid extensive down time, extreme rehabllitaticn expenses and a shortened life span for your well.

The fellowing three areas and seventesn items pertaining to your Well have been checked and are reported, where possible,
as shown below.

Area and item Inspected Gondition
. . Good | Caution
I. Well Efficiency

A) Gallons Per Minute 540 X
B) Static Water Level (water level when not pumping) 50.50
C) Pumping Water Level 59.33
D) Drawdown (P.W L. - SW.L) 8.83
E) Specific Capacity (G.P.M. / D.D.} 61.16
F) Discharge pressure guage reading to filter

XX X X[ X

il. Submersible Pump Operation
A) Meg / OHMS
B) Voltage Litol2 L2to L3 L1to L3
C) Amperage L1 L2 L3
D) Winding Resistance
E) Insulation Resistance
F) Pump Bowl / TDH Condition

X X[ XX

Ili. General Operation
A) Production Rate of Well
B) Effect From Other Wells
C) History of Well
D) Operating Hours of Well
E) Other

Comments

Inspected By : {/ ///&77 /éé

CLARA CITY, MN 56222 (320) 847-3207 + WMONTIGELLO, MN 55362 (763} 271-4200 » ROCHESTER, MN 55906 (507) 288-5554

ME MBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMEER
MOGWA Equal Opportunity Employer AWWA




WELLS ~ PUMPS
SALES ~ SERVICE
PO BOX 778 - 11355 HWY 71 NE « SPICER, MN 56288 .
102 DUNDAS RD - MONTICELLO, N 55362 Since 1893

CTARA A
WWW, thainwell com Emall thaeinweli@tds.net

WELL INSPECTION REPORT

Customer: City of Appleton  Well Number: #4 Unique #: 242377 Inspection Date: 5-19-2011

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened Iife span for your well,
The following three areas and seventeen items pertaining to your Well have bean chacked and are reported, where possible,

as shown below,

Area and Item Inspected ot
I. Well Efficiency Good_[Caution
A) Gallons Per Minute 543 | X |
B) Static Water Level (water level when not pumping) 50.25 X
C) Pumping Water Level 59.25 X
D) Drawdown (P.W.L. - S\ W.I..) 9.00 X
E) Specific Capacity (G.P.M. / D.D.) 60.33 X
F) Rischarge pressure guage reading to filter

l. Submersible Pump Operation
A) Meg / OHMS
B) Voltage L1tol2 429.00 L2tol3 L1to L3
C) Amperage L1 50.00 L2 : L3 X
D} Winding Resistance
E} Insulation Resistance
F) Pump bowl / TDH Condition

»

lll. General Operation

A) Production Rate of Well
B) Effect From Other Wells
C) History of Well

D) Operating Hours of Well
E) Other

Comments

Inspected By:

Licensed, Bonded and Insured

MEMBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
NGWA Egual Opportunity Employer AWWA




TIRIEIN WELL

PO BOX 778 + 11355 HWY 71 NE - SPICER, MN 56288 ,
102 DUNDAS RD » MONTICELLO, MN 55362 Since 1893
TIR T T ;
www.theinwell.com + E-malf: theinwell@tds.net

WELL INSPECTION REPORT

Customer: City of Appleton  Well Number: #4 Unique #: 242377 Inspection Date: 5-8-2012

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
nacessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortenad life span for your well,

The following three areas and seventeen items pertaining to your Well have heen checked and are reported, where possible,
as shown below.

Area and Item Inspected " Condition
I. Well Efficiency Good |Caution
A) Gallons Per Minute 504 X |
B) Static Water Level (water level when not pumping) 55.08 X
C) Pumping Water Level 63.71 X
D) Drawdown (P.W.L. - SW.L.) 8.63 X
E) Specific Capacity (G.P.M. /D.D.) 58.40 X
F) Discharge pressure guage reading to filter

Il. Submersible Pump Operation
A) Meg / OHMS

B) Voltage L1tol2 420.00 L2toL3 Lito L3 X
C) Amperage 11 60.00 L2 L3 X
D) Winding Resistance 50.8 hz X

E) Insulation Resistance
F) Pump bowl / TDH Condition

. General Operation

A) Production Rate of Well
B) Effect From Other Wells
C) History of Well

D) Operating Hours of Well
E} Other

Commaents

Inspected By: Zc@é, 7

Llcensed, Bondad and Insured

MEMBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
NGWA Equal Opportunity Empioyer AWWA




THEIN WELL s s

P.Q. BOX 778, 11365 HWY. 71 NE (ACROSS FROM RINGO LAKE) .
SPICER, MINNESQTA 56288 ¢ {320} 796-2111 Since 1893

www .theinwell.com » E-mail: thelnwell{@tds.net

WELL INSPECTION REPORT

Customer: City of Appleton  Well Number:. #4 Unique #: 242377 Inspection Date: 5-31-2013

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.

The following three areas and seventeen items pertaining fo your Well have been checked and are reported, where possible,
as shown below.

Area and ltem Inspected

Condition

l. Well Efficiency | Good |Caution

A) Gallons Per Minute 510 X

B) Static Water Level (water level when not pumping) 55.17 X

C) Pumping Water Level 63.58 X

D) Drawdown (P.W.L. - S.W.L.} ' 8.41 X

E) Specific Capacity {(G.P.M./D.D.) 60.64 X

F) Discharge pressure guage reading Filter X
1. Submersible Pump Operation

A) Meg / OHMS

B) Voltage  L1tol2 429.00 L2 to L3 L1toL3 X

C) Amperage L1 49.00 L2 L3 X

D) Winding Resistance 0-0-0 X

E) Insulation Resistance 00-00-00 X

F) Pump bowl / TDH Condition

Ill. Generai Operation

A) Production Rate of Well
B) Effect From Other Wells
C) History of Well

D) Operating Hours of Well
E) Other |

Comments
Running at 1680 rpm and 56 hz.

Inspected By: . __ B/

CLARA CITY, MN 56222 (320) 847-3207 + MONTICELLO, MN 55362 (763) 271-4200 « ROCHESTER, MN 55906 (507} 288-55654

IS MBER CERTIFIED MASTER WATER WELL CONTRACTOR

: : MEMZER
MW A Equal Opportunity Employer

AWWA



TIREIN WELL

P.O. BOX 778, 113565 HWY. 71 NE (ACROSS FROM RINGO LAKE)

Customer: City of Appleton

as shown below.

I1{. General Operation

C) History of Wel
D) Operating Hours of
E) Other

Comments

SPICE 2111

WELLS ~ PUMPS
SALES ~ SERVICE

Sinre 1893

www.theinwell.com @* E-mail: thelnwell@tds.net

WELL INSPECTION REPORT

Well Number: #4 Unique #: 242377

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you fo avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well,
The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,

Area and ltem Inspected

Caonditlon

I. Well Efficiency Good |Caution|

A) Gallons Per Minute 500 X

B) Static Water Level (water level when not pumping) 56.17 X

C) Pumping Water Level 64.33 X

D) Drawdown (P.W.L. - SW.L) 8.16 X

E} Specific Capacity (G.P.M./D.D.) 61.27 X

F) Discharge pressure guage reading X
Il. Submersible Pump Operation

A) Meg / OHMS

B) Voltage L1to L2 509.00 L2 to L3. 509.00 L1toL3 513.00 X

C) Amperage L1 60.00 L2 60.00 13 62.00 X

D) Winding Resistance 0-0-0 X

E) Insulation Resistance 7?7777 X

F) Pump bowl / TDH Condition

A) Production Rate of Well
B) Effect From Other Welis

Well

inspected By: Cﬂw/ﬂ A <.

Inspection Date: 7-10-2014

CLARA CITY, MN 56222 (320) 847-3207 = MONTICELLO, MN 55362 {763) 271-4200 + ROCHESTER, MN 55906 (507) 28B-5564

MEMBER
NGWA

CERTIFIED MASTER WATER WELL CONTRACTOR
Equal Opportunity Employer

MEMBER
AWWA




THEIN WIELLL, waus ~ punrs

pP.0, BOX 778, 11365 HWY. 71 NE (ACROSS FROM RINGO LAKE) Since 1893
SPICER. MINNESQOTA G288 = (3201 796-2111
www thelnwell.com ¢ E-mall: theinwell@tds.net ’

WELL INSPECTION REPORT

Customer: City of Appleton Well Number; #4 Unique #: 242377 Inspection Date: 6-1-2015

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.

The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,
as shown below.

Area and ltem Inspected " Condition |

I. Well Efficiency Good |Caution

A) Gallons Per Minute ' 500

B) Static Water Level (water ievel when not pumping) : 55.58
C) Pumping Water Level 83.33
D) Drawdown (P.W.L. - S.W.L.) 7.75
E) Specific Capacity (G.P.M. /D.D.) 64.52
F) Discharge pressure guage reading y

><!><><><>I€><

Ii. Submersible Pump Operation
A) Meg / OHMS
B) Voltage L1tol2 429.00 L2 to L3 L1 to L3
C) Amperage L1 48.00 L2 L3
D) Winding Resistance 0-0-0
E) Insulation Resistance 00-00-00
F) Pump bowl / TDH Condlition

Mo X X

ill. General Operation
A) Production Raie of Weli : ' .
B} Effect From Other Wells
C) History of Well
D) Operating Hours of Well ,
E) Other

Do G

CLARA CITY, MN 56222 (320) 847-3207 » MONTICELLO, VIN 85362 (763) 271-4200 « ROCHESTER, MN 55308 (507) 288-5654

MEMBER CERTIFIED MASTER WATER WELL CONTRACTOR MEMBER
NGWA Equal Opportunity Employer AWWA

Comments

Inspected By:




THIEIN WIELL

P.O. BOX 778, 11355 HWY. 71 NE (ACROSS FROM RINGO LAKE)
SPICER, MINNESOTA 56288 » {320} 796-2111

Customer: City of Appleton Well Number: #4

as shown below.

Area and ltem Inspected
l. Well Efficiency

lll. General Operation

A) Production Rate of Well
B) Effect From Other Wells
C) History of Well

D) Operating Hours of Well
E) Other

Comments -

Inspected By: /I//éjﬁﬁ’{? (A/ ]

www.thelnwell.com ¢ E-mall: thelnweli@tds.net

WELL INSPECTION REPORT

WELLS ~ PUMPS
SALES ~ SERVICE

Since 71893

Unique #: 242377 Inspection Date: '8-4-2016

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well,
The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,

Condition
Good |Caution

A) Gallons Per Minute 377 X
B) Static Water Level (water level when not pumping) 58.60 X
C) Pumping Water Level 64.20 X
D) Drawdown (P.W.L. - SW.L) 5.60 X
E) Specific Capacity (G.P.M./D.D.) 67.32 X
F) Discharge pressure guage reading to filter X
ll. Submersible Pump Operation
A) Meg / OHMS B
B) Voltage L1tol2 486.00 L2to L3 : L1 to L3 X
C) Amperage L1 45.00 L2 45.00 L3 46.00 X
D) Winding Resistance 0-0-0 | X
E) Insulation Resistance 00-00-00 X
F} Pump bowl / TDH Condition

CLARA CITY, MN 56222 (320} 847-3207 » MONTICELLO, MN 55362 {763} 271-4200
MERBER CERTIFIED MASTER WATER WELL CONTRACTOR

MGG WA

Equal Opportunity Emplover

MEMBER
AWWA



THEIN WELL

P.O. BOX 778, 11355 HWY. 71 NE (ACROSS FROM RINGO LAKE)}
° 2111

WELLS ~ PUMPS
SALES ~ SERVICE

Since 1893

www theinwell.com ¢ E-mall: theinwell@tds.net

WELL INSPECTION REPORT

Customer: City of Appleton Well Number: #4 Unique #: 242377

as shown below.

Area and ltem Inspected
|. Well Efficiency

A) Gallons Per Minute

B) Static Water Level (water level when not pumping)
C) Pumping Water Level

D) Drawdown (P.W.L. - S.W.L.}

E) Specific Capacity (G.P.M. / D.D.)

F) Discharge pressure guage reading

I1. Submersible Pump Operation

A) Meg / OHMS

B)Voltage  L1toL2 460.00 L2t0L3

C) Amperage L1 4200 2
D) Winding Resistance 0-0-0
E) Insulation Resistance OO-OO-OQ
F) Pump bowl / TDH Condition

HI. General Operation

A)-Production Rate of Well
B) Effect From Other Wells
C) History of Well

D) Operating Hours of Well
E) Other

Comments

Inspected By: (744/1(77’? 6 .

Inspection Date: 8-17-2017

Both an early awareness of a reduction in the efficiency of your Well and a good preventive maintenance program are a
necessity for you to avoid extensive down time, extreme rehabilitation expenses and a shortened life span for your well.
The following three areas and seventeen items pertaining to your Well have been checked and are reported, where possible,

370
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to filter
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Caution marked as well is due to be pulled for inspection. Neéds new pump and motor when pulled.

| Good [Caution

CLARA CITY, MN 56222 (320] 847-3207 * MONTICELLO, MN 55362 (763)
MEMBER CERTIFIED MABSTER WATER WELL CONTBACTGR
NGWA Equal Opportunity Employer

271-4200

MEMDGER

AV L




TIRIEIN WE[LIL

PO BOX 778 - 11355 HWY 71 NE - SPICER, MN 56288
102 DUNDAS RD_+ MONTICELLG, MN 55362

WELLS ~ PUMPS

SALES ~

Since

SERVICE
1893

Customer: City of Appleton

The following three areas and
as shown below,

1. Well Efficiency
A} Gallons Per Minute

D) Drawdown (P.W.L.

Ill. General Operation
A) Production Rate of

C) History of Well
D) Operating Hours of
E) Other

Comments

Inspected By: d @

Both an early awareness of a reduction in the efficienc
necessity for you to avoid extenslve down time, extreme rehabilitation ex

CLARA CITY, MN 56222 + VERMILLION, SD 57069
www.theinwell.com - E~-mail: thelnwell@tds.net

WELL INSPECT®NR REPORT

Well Number: #4 Unique #: 242377

Inspection Date: §-14-2018

y of your Well and a good preventive maintenance program are a
penses and a shortened iife span for your well,

seventeen items pertaining to your Well have been checked and are reported, where possible,

Area and ltem Inspected

‘B) Static Water Level (water level when not pumping)
C) Pumping Water Level

-S.W.L)

E) Specific Capacity (G.P.M./D.D))
I} Discharge pressure guage reading

li. Submersible Pump Operation

A) Meg / OHMS

B) Voltage L1toL2 644.00 L2 to L3

C) Amperage L1 48.00 L2
D) Winding Resistance 51Hz

E) Insulation Resistance
F) Pump bowl / TDH Condition

Well

B) Effect From Other Wells

Well

7577,74/7’ B

447
53.25
59.25

6.00
74,50
to filter

I1to L3
L3

ﬁ-Condi“tion -

Good |Caution

MEMBER
NGWA

Ligensed, Bonded and Insured

CERTIFIED MASTER WATER WELL CONTRACTOR
Equal Opportunity Employer

MEMBER
AWWA



